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• Significant Changes



• A new mandatory code requirement was added to the 2018 

IECC.  

• Flow rate of shower heads shall not exceed 2.0gpm at 80psi in 

all buildings.



• A U-factor of 0.31 has been added to table C402.1.4 as a 

minimum requirement for garage doors with glazing <14%.



























• Owner occupied lodging houses are permitted to comply with 

the IRC where:

• 5 or fewer guest rooms AND

• 10 or fewer total occupants





• Why is this in Means of Egress??















































• C-2 Zoning District







• Reductions based on improved efficacy of LED lighting

• Exterior lighting power reduced approximately 30%

• Interior ‘space by space’ reduced on average 26%

• Decorative & Retail display reduced 25%

• Open office areas now require occupancy sensors





• More OPTIONS added:

• Tested air barrier at 0.25cfm/sq/ft.

• 15% UA reduction


